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SUBJECT :   MECHANICAL EQUIPMENT ON ROOFS 
 
 
HVAC equipment or other equipment located on roofs must be mounted on curbs with 
appropriate flashing, or mounted on steel angle frames with “pitch pocket” flashing. Other 
designs which provide positive mechanical attachment, and do not penetrate the roof 
membrane will be considered. 
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